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Charts & Symbols\|
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GENERAL NOTES:
1. FOR DRAFTING STANDARDS GUIDELINES AND SYMBOLS FOR PROCESS
DIW=TK=1 FLOW DIAGRAMS AND P&ID'S. REFER TO THE LANL DRAFTING MANUAL
AND M—0001 & M-0002
( ) 2
EXAMPLE DRAWING TO ILLUSTRATE A TYPICAL PROCESS FLOW OR PIPING
& INSTRUMENT DIAGRAM AND SHOULD NOT BE CONSTRUED TO BE A
FUNCTIONAL SYSTEM.
g
(% 3. FOR DRAWING TITLE BLOCK CONTENTS REFER TO THE DRAFTING MANUAL.
INSIDE 4. THE SHEET NUMBER IN THE TITLE BLOCK IS A REFERENCE NUMBER FOR
BUILDING THIS MANUAL DRAWING EXAMPLE.
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FACILITY & WASTE OPERATIONS
SYSTEMS ENGINEERING & MAINTENANCE
PROCESS STREAM MARKERS LEM EXAMPLE DRAWING DRAWN
MODES PARAMETER 1 2 3 4 5 6 7 8 9 10 1 12 13 MECHANICAL
DESIGN
TOWER | TOWER | TOWER | TOWER | TOWER | TOWER | TOWER [DEIONIZED|DEIONIZED| CHILLED | CHILLED | TOWER | TOWER PROCESS FLOW DIAGRAM
FLUID WATER | WATER | WATER | WATER | WATER | WATER | WATER | WATER | WATER | WATER | WATER | WATER | WATER TOWER, DI, AND CHILLED WATER CHECKED
NORMAL FLOW RATE (GPM) 1400 900 1400 500 500 200 900 500 500 900 900 a 0 BLDG. XX Ta—xx| OATE
OPERATION | TEMPERATURE (F) 75 75 90 75 90 75 90 75 90 55 70 70 100 SUBMITTED APPROVED FOR RELEASE
PRESSURE_(PSIC) 15 45 45 45 40 45 40 40 45 40 45 50
DESIGNED | TEMPERATURE (‘F) 200 200 200 200 200 200 200 200 200 200 200 200 SHEET M=6010
PRESSURE_(PSIG) 150 150 150 150 150 150 150 150 150 150 150 150 L Al
FLOW RATE (GPM) 1400 900 1400 500 500 900 900 500 500 900 900 500 200 eLos IMOS < 6. 1653 ) oF
NATIONAL LABORATORY _Los Alamos, New Mexica 87545
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